1. Introduction

Food security of the country and the well-being of people are largely determined by the performance efficiency of agriculture, including livestock industry. High quality, competitive livestock products, including pork, cannot be obtained without the development and implementation of modern resource-efficient technologies based on automated electrotechnical complexes. The functionality of the systems of these complexes must fully ensure veterinary-sanitary re-


UDC 631.2:631.171:65.011.56
DOI: 10.15587/1729-4061.2018.121827

EFFECT OF THERMAL FIELD DISTRIBUTION IN THE LAYERED STRUCTURE OF A HEATING FLOOR ON THE TEMPERATURE OF ITS SURFACE

M. Romanchenko
PhD*
E-mail: betso@ukr.net

A. Slesarenko
Doctor of Physical and Mathematical Sciences, Professor, Pensioner

M. Kundenko
Doctor of Technical Sciences, Professor*
E-mail: betso@ukr.net

*Department of integrated electrotechnologies and processes
Educational-scientific institute of power engineering and computer technologies
Kharkiv Petro Vasylenko National Technical University of Agriculture
Rizdviana str., 19, Kharkiv, Ukraine, 61012
requirements put forward to the conditions of keeping animals during production cycle. In this case, scientifically substantiated parameters and operation modes of power electrical equipment make it possible not only to reduce the cost of pork production, but also contribute to the improvement of production culture in the industry. In addition, devising a resource-efficient electrotechnology reduces the negative impact of industrial waste on the environment and provides for broader involvement of unconventional and renewable sources of energy (URSE) [1].

Special attention is paid to the systems designed to create temperature regimes of the microclimate of premises where animals of different age groups are kept. There is a need to provide premises with the heat modes that are almost twice different (for sows – 18–20 °C, for piglets during first day of birth – 38–39 °C). This is one of the reasons why energy expenditures account for almost 60 % of pork production cost [2, 3].

All the above testifies to the importance of this issue in terms of developments aimed at improving the existing, and creating the new, more energy- and resource-efficient means to create optimum microclimatic modes. This would make it possible to increase the volume of production of high-quality agricultural products.

2. Literature review and problem statement

An analysis of data from the scientific-technical literature that addresses technologies and means for creating the microclimate in livestock production facilities (PF) revealed several operational and structural drawbacks [4, 5]. This includes known “classic” systems that operate according to the “top-down” principle and require fundamental improvement [6, 7]. A confirmation of the objectivity of a given hypothesis, specifically regarding the low efficiency of energy use, can be a relative indicator of specific energy consumption, which, as compared with similar indicators in the industrially developed countries, is larger by 2.5–3 times.

In this case, we compare energy costs that enable technological processes of pork production in countries located in the same geographic-climatic zone (48–50° North latitude) [8].

Leading experts on the development of advanced energy-saving systems of microclimate for PF consider one of the effective directions to be the development of energy-saving electrotechnical complexes. The structure of these complexes must include at least electro-heat accumulation modules that power heaters using traditional and URSE. A fundamental difference of such systems is that they can work in line with the “bottom-up” principle [9]. These systems, in addition to improving the efficiency of energy use and feed stock, can operate under autonomous mode of heating PF utilizing existing potential capacity of traditional and non-traditional renewable sources of energy (URSE). In addition, enabling an optimal thermal mode of the surface of heating floor in technologically active zones (TAZ) at PF makes it possible to maximally accumulate “excessive” electricity from different sources. This is especially true of energy consumption during downtime in daily load at these farms, taking into consideration the possibility to pay for the consumed off-peak electricity according to multi-zone preferential tariffs [10].

We have chosen, as a proposed variant of the multilevel electro-heat accumulation heating system (MEHHS) whose heat-generating modules are examined, a structural design with 3 tiers of active heating units (layers of the heat generating module). The use of such an assembly of MEHHS is predetermined by the necessity to rationally solve fundamentally important tasks. These include improving the technological reliability of electrotechnical complex and creation of conditions to ensure the process of flexible and prompt generation of thermal modes of the microclimate at PF. At the same time, researchers of electro-heat accumulation systems of microclimate with heating floors chose to solve direct problems of thermal conductivity in order to determine electric power and heat engineering characteristics, modes of operation, geometrical parameters of heat-generating modules [11, 12]. Using the method of sequential approximation, they investigated variants with a different set of ratios, geometrical parameters and energy components, which are supplied to the electric heaters of these structures. Such an approach makes it difficult, or fundamentally impossible, to solve the tasks on strict compliance with optimal temperature modes under condition of rational and efficient use of energy resources of traditional and URSE. To some extent, this is explained by the fact that it is impossible to introduce to the algorithm and, accordingly, to the program for solving direct problems of thermal conductivity, discrete information that reflects the preset standards on heating the floor surface in TAZ at PF [13].

A fundamentally different approach to resolving a given task implies stating and solving respective inverse problems of thermal conductivity in order to determine the energy components that are supplied to the m-tiered units of special tubular electric heaters (STH) in heat-generating modules. Only those programs and algorithms that are built using the inverse problems of thermal conductivity allow introducing to their statement the specified temperature modes for heating the floor surface as the data of a thermophysical experiment. In addition, the inverse problems of thermal conductivity make it possible to enable control over supply of respective energy components to STH of MEHHS taking into consideration meteorological conditions that affect the microclimate of production facility [14].

3. The aim and objectives of the study

The aim of present work is to conduct a theoretical study into the influence of thermal field distribution of the layered structure of heating floor on the temperature of its surface.

To accomplish the aim, the following tasks have been set:
- to determine the distribution of a steady temperature field in the layered structure of MEHHS in the form of a prism;
- to devise a mathematical model of the heating system of MEHHS with respect to the thermal conductivity of the layered structure of heat-generating modules.

4. Materials and research methods

The presence of MEHHS in the circuit of an automated electrotechnical complex makes it possible to form optimum temperature modes of the microclimate by the heating floor in livestock facilities of different functional purpose. Functionally, MEHHS (Fig. 1) is one kind of systems for autonomous distributed electric heating, in which electrical
energy is converted into thermal energy in STH, combined in the m-tiered units of heat-generating modules, located in the heat accumulation filler of the trench dug in soil of the floor of TAZ at PF.

![Cross-section of MEHHS model](image)

Fig. 1. Cross-section of MEHHS model

These systems, when using structural-functional control over energy fluxes of power to the heaters of STH in MEHHS, make it possible to solve several functional and operational tasks. These include ensuring the optimum value of temperature at the floor surface and at the preset height in TAZ, maximal energy saving and optimal electro heat accumulation, providing quality support to technological processes for manufacturing livestock products [12].

Processes for manufacturing livestock products [12].

Solution to equation (2) with a set of focused sources in each of the layers \(i = 1, 2, \ldots, N\) will be found using a method of finite integral transforms (FIT). Thermal field in each of the layers will be searched for in the form of 2 components (according to the principle of superposition):

\[
u_i(x, y, z) = t_i + \nu_i(x, y, z)
\]

where function

\[
u_i(x, y, z) = t_i + \nu_i(x, y, z)
\]

is the solution to the Laplace homogeneous equation \(\Delta \nu_{0i} = 0\), and function \(\nu_i(x, y, z)\) is the partial solution to the original inhomogeneous equation with homogeneous boundary conditions.

Next, we give separately the problems of thermal conductivity relative to functions \(\nu_i(x, y, z)\) and \(\nu_i(x, y, z)\) with corresponding boundary conditions:
The constructed (full) solution (3) satisfies original equation (2) with boundary conditions on the outer boundary flat surfaces. In addition, solutions obtained to each of the layers \( i = 1, 2, \ldots, N \) should be aligned at the borders of flat layers \( x = x(i) = 1, 2, \ldots, N - 1 \) for temperatures and heat fluxes at the borders; in this case, separately for each set of functions, that is, for sets \( u_0(x, y, z) \) and \( u_1(x, y, z) \), \( i = 1, 2, \ldots, N \).

Using a standard procedure for solving such problems applying a method of finite integral transforms (FIT), we shall exclude, consequentially, differential operations along the \( x \) axis, and which, in addition, must satisfy condition (20):

\[
(\cos cz - h\sin cz) \bigg|_{y = 0} = 0; \quad \text{ctg}(vL) = hv. \tag{21}
\]

The kernel of transform \( K(z, \alpha) \), which excludes the operation of differentiation along the \( x \) axis, is the solution to the boundary value problem for region \( 0 \leq z \leq L \) (L-C):

\[
\frac{\partial^2 K}{\partial z^2} + v^2 K = 0; \tag{19}
\]

\[
\left. \frac{\partial K}{\partial z} \right|_{z=0} = 0; \left( K + \frac{h}{v^2} \frac{\partial K}{\partial z} \right) \bigg|_{z=L} = 0. \tag{20}
\]

The stated problem is the Sturm-Liouville problem on determining the eigenvalues, the solution to which is the original function is performed using formula:

\[
\frac{\partial^2 u_0}{\partial x^2} + \frac{\partial^2 u_0}{\partial y^2} + \frac{\partial^2 u_0}{\partial z^2} = 0;
\]

\[
\frac{1}{L} \left. \frac{\partial u_0}{\partial x} \right|_{x=0} = 0; \left. \frac{\partial u_0}{\partial x} \right|_{x=L} = 0; \tag{22}
\]

\[
\frac{1}{L} \left. \frac{\partial^2 u_0}{\partial y^2} \right|_{y=0} = 0; \left. \frac{\partial^2 u_0}{\partial y^2} \right|_{y=L} = 0; \tag{23}
\]

\[
\frac{1}{L} \left. \frac{\partial^2 u_0}{\partial z^2} \right|_{z=0} = 0; \left. \frac{\partial^2 u_0}{\partial z^2} \right|_{z=L} = 0.
\]

Using boundary conditions makes it possible to obtain a sequence of equations related to each layer of the structure under consideration

\[
\frac{\partial^2 u_0}{\partial x^2} + \frac{\partial^2 u_0}{\partial y^2} + v^2 \frac{\partial^2 u_0}{\partial z^2} = 0, \quad p = 1, 2, \ldots \tag{23}
\]

Applying the found FIT \( \mathcal{G}(x, y, v) \), restoration of the original function is performed using formula:

\[
u_0(x, y, z, v) = \sum_{n=1}^{\infty} \cos(n \pi \frac{z}{L}) \mathcal{G}(x, y, v) \bigg|_{z=0}; \quad \mathcal{G}(x, y, v) = \mathcal{G}(x, y, v)_0 \tag{25}
\]

\[
\mathcal{G}(x, y, v)_0 = \frac{1}{\pi} \int_0^{\pi} \cos(vL) \sin(vL) \cos cz dv.
\]

The kernel of FIT \( K(y, \mu) \), which excludes differentiation along \( y \), is the solution to the boundary value problem for region \( 0 \leq y \leq B \):

\[
\frac{\partial^2 K}{\partial y^2} + \alpha^2 K = 0; \tag{30}
\]

\[
\left. \frac{\partial K}{\partial y} \right|_{y=0} = \left( K + \frac{h}{\mu} \frac{\partial K}{\partial y} \right) \bigg|_{y=B} = 0.
\]

Solution to (30) with respect to the first condition from (31) is the function \( \cos(\mu x) \), which should be subjected to the second condition from (31), that is:

\[
\text{ctg}(\mu B) = \frac{h}{\mu}. \tag{32}
\]
This equation gives rise to a number of eigenvalues \( \mu^2 \)
and, accordingly, a set of eigenfunctions:

\[
K_q(y) = K_q(\mu_q, y) = \cos(\mu_q y), \quad q = 1, 2, \ldots
\]

We shall introduce FIT of functions and \( \bar{\nu}_0(x, y, y_p) \)
along the \( y \) coordinate in the form:

\[
\frac{1}{B} \int_B K_q(y) dy = \frac{1}{B} \int_B K_q(\mu_q, y) \bar{\nu}_0(x, y, y_p) dy.
\]

Similar to the steps performed above, it is possible to obtain:

\[
\frac{\partial^2 \bar{\nu}_0^{\mu_q}}{\partial x^2} - \nu \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial y^2} + \frac{1}{B} \frac{\partial^2 \bar{\nu}_0^{\mu_q}}{\partial y^2} dy = 0;
\]

\[
\frac{1}{B} \int_B K_q(y) \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial y} dy = \frac{1}{B} \int_B K_q(\mu_q, y) \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial y} dy = 0;
\]

\[
\frac{1}{B} \int_B K_q(\mu_q, y) \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial y} dy = \frac{1}{B} \int_B K_q(\mu_q, y) \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial y} dy = 0
\]

\[
\left( \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial y} \right)_{y=b} = -\frac{\bar{\nu}_0^{\mu_q}}{h}, \quad \left( \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial y} \right)_{y=a} = -\frac{K_q}{h}.
\]

Upon two successively performed FIT, the original Laplace differential equation takes the form:

\[
\frac{\partial^2 \bar{\nu}_0^{\mu_q}}{\partial x^2} - (\nu + \mu_q^2) \bar{\nu}_0^{\mu_q} = 0; \quad p, q = 1, 2, \ldots
\]

In line with transform (34), functions must satisfy the following boundary conditions:

\[
\bar{\nu}_0^{\mu_q}(x; \mu_q, y_p) = (t_{tr} - T) \sin(\nu L) \sin(c \nu B);
\]

\[
\left( \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial x} + \frac{\lambda}{\alpha} \frac{\partial \bar{\nu}_0^{\mu_q}}{\partial t} \right)_{\mu_q = \nu} = (t_{tr} - T) \sin(\nu L) \sin(c \nu B).
\]

Given the results with respect to conditions (26), (27), as well as the conditions for aligning the sets of functions (36), we restore the originals of functions:

\[
\bar{\nu}_0(x, y, y_p) = \sum_{\nu=1}^{\infty} \frac{\cos(\mu_q y)}{N_q} \bar{\nu}_0^{\mu_q}(x; \mu_q, y_p).
\]
specified normative values of temperature for heating the surface of a floor and the power of energy fluxes, which are supplied to the heating elements of heat-generating modules of MEHHS, which makes it possible to implement structural-functional control over energy fluxes in HS. In addition, structural-functional control over energy fluxes in HS will ensure high efficiency and accuracy when maintaining the preset temperature modes of heating the floor surface in TAZ. This allows for efficient use of electricity generated by traditional and URSE sources, maximal accumulation of the "surplus", operation under the mode "consumer-regulator", ensuring quality of technological processes for producing livestock products under a mode of maximum energy saving. Computer computational experiments confirm that the proposed design of MEHHS could provide for the uniform heating of floor surface with an accuracy to 0.5 °C.

In this case, uniform heating of the floor surface at PF with a predetermined width can be achieved by a certain, for each of the modes (I–V), distribution of energy fluxes in MEHHS, that is, the level of capacity for heat release in specialized tubular heating elements in a two-dimensional system. The contribution of each heating element (heating pipe) of STH to the resultant thermal field on the surface of TAZ floor depends on its location in the HS assembly, heat exchange conditions on the boundary surfaces of heat-generating modules, and the power supplied to the heaters of STH.

Visualization of the process of MEHHS parameters optimization at different values of temperature on the floor surface is shown in Fig. 2, 3. Thus, Fig. 2, 3 show the expected distribution of temperature on the floor surface for the heating levels \( t_{n}=18 \) °C and \( t_{n}=38 \) °C for heating modes V, at different values of heat losses through a side wall of MEHHS: perfect heat insulation \( (a_{w}=0) \), and \( a_{w}=0.75 \) W/m²·K and \( a_{w}=1.5 \) W/m²·K.

![Fig. 2. Distribution of temperature at the floor surface at heat stabilization of HS for mode V at a temperature of 18 °C: 1 — capacity of heaters of the first tier; 2 — capacity of heaters of the second tier; 3 — capacity of heaters of the third tier](image)

![Fig. 3. Distribution of temperature at the floor surface at heat stabilization of HS for mode V at a temperature of 38 °C: 1 — capacity of heaters of the first tier; 2 — capacity of heaters of the second tier; 3 — capacity of heaters of the third tier](image)

The power is supplied to the 1st, 2nd, or 3rd tiers, respectively; in this case, energy fluxes arrive to the heaters of STH whose pipes are located along the width of the floor in the 8th, 6th, or 4th layers of MEHHS. In this case, defined by the mode, the 9th, 7th, or 5th STH are connected. Fig. 2, 3 exhibit, given the symmetry of the heating structure, only the right half of the heating floor of MEHHS \((0<y<2.5)\), where we show at the corresponding points along the OY axis the energy charts of relative levels of linear power of STH. It is shown that the assigned level of heating of the floor surface is provided at the points of projections of STH axes onto the floor surface; we observe deviations from a given level among them; in this case, the deeper the active layer, the larger they are [4, 14]. Similar distributions of temperature fields for modes II and IV were also analyzed for various levels of heat losses at several variants of redistribution of energy fluxes between two active tiers of MEHHS. Fluctuations in temperature at the floor surface in this case also does not exceed 0.5–1 °C.

6. Discussion of results of the formation of temperature parameters of livestock facilities

By applying results of research into devised method for determining the impact of temperature field distribution inside the heating structure of MEHHS and scientifically substantiated structural parameters and controlled operation modes of heat-generating modules while strictly maintaining the preset values of temperature of the heating floor surface, it was possible to reduce energy intensity of technological processes for producing pork by 35–40 %. In addition, the use of the proposed MEHHS in the microclimate systems of livestock facilities, which operate in line with a bottom-up principle, while maintaining the preset values of temperature at the surface of a heating floor, makes it possible to reduce unit cost of feed stock by 8–10 %, to minimize the loss of young animals from colds and decrease the negative impact of waste generated by livestock production on the environment.

When designing multilevel electro heat accumulation systems, enabling thermal modes of microclimate at production livestock facilities in agriculture through the implementation of our solutions makes it possible to formulate proposals for further development of electrotechnical means for providing energy-efficient modes of MEHHS operation. This could be achieved by applying the structural-functional control over energy fluxes of power supply to STH heaters of heat-generating modules of MEHHS using the energy of traditional and URSE sources.

In comparison with existing systems for providing temperature regime of the microclimate of livestock facilities, development of electrotechnical systems that include the proposed multi-level heat-generating modules that enable strict control over preset temperature modes at the floor surface, makes it possible to ensure energy efficient formation of optimal temperature parameters of the microclimate while operating under the mode consumer–regulator. The results obtained are a continuation of earlier studies into MEHHS, which we plan to improve in the future.

7. Conclusions

1. We have obtained a general solution to the boundary value problem on determining the distribution of a steady temperature field in the multi-layered structure of MEHHS in the
form of a prism with randomly arranged tubular heat sources. The minimum temperature difference is in the range of 0.5–2 °C and is related to the temperature of air in the room of 8 °C. The maximum temperature difference is in the range of 1–4 °C and is related to the temperature of air in the room of 32 °C.

2. The mathematical model of MEHHS that we constructed solves the task on the optimization of formation of temperature parameters of the heating floor surface with an accuracy to 0.5–1 °C. When supplying energy only to the bottom tier for the level of heating the floor of 38 °C, maximum temperature of the floor surface at a width of band of the heating floor of 1.8 m is 38.7 °C. The minimum floor surface temperature under a given mode is 37.8 °C at a width of band of the heating floor of 0.7 m.

References


