HEAT PUMP TECHNOLOGY – POTENTIAL IMPACT ON ENERGY EFFICIENCY
PROBLEM AND CLIMATE ACTION GOALS WITHIN UKRAINIAN ENERGY SECTOR

The increasing demand of energy sources for urban, household and industrial facilities requires strategies development for seeking new energy sources. In recent years an important problem is to have energy storage, energy production and energy consumption which fulfill the environment friendly expectations. A lot of attention is devoted to renewable energy sources. One of the most attracting among them is energy production form geothermal sources. At a few meters below the earth’s surface the underground maintains a constant temperature in an approximation through the year allowing to withdraw heat in winter for heating needs and to surrender heat during summer for air-conditioning purposes. Heat pump is a rapidly developing technology for heating and domestic hot water production. Using ground as a heat source, heat exchange is carried out with heat pumps compound to vertical ground heat exchanger tubes that allows the heating and cooling of the buildings utilizing a single unit installation. Heat pump unit provides a high degree of productivity with moderate electric power consumption. In this paper a theoretical performance study of a vapor compression heat pump system with various natural and synthetic refrigerants (HFCs) is presented. Operation mode of the heat pump unit was chosen according to European Standard EN14511-2:2007 and EN255-2. An influence of discharge temperature on system performance was evaluated at different boiling temperatures. The comparison of mass flow rate and coefficient of performance for considered refrigerants at constant cooling capacity and condensation temperature was performed.

Key words: new energy sources, heat pump; natural refrigerant; discharge temperature; coefficient of performance; ground source heat pump.

O.V. Ostapenko, P.F. Stoyanov, O.Y. Yakovleva, M.G. Khmelnuk
Одеська національна академія харчових технологій, вул. Канатна, 112, Одеса, 65039, Україна

ТЕПЛОНАСОСНІ ТЕХНОЛОГІЇ ТА ЇХ ПОТЕНЦІЙНИЙ ВПЛИВ НА ПРОБЛЕМИ ЕНЕРГОЕФЕКТИВНОСТІ ТА ЗАХИСТУ НАВКОЛИШНЬОГО СЕРЕДОВИЩА В ЕНЕРГЕТИЧНОМУ СЕКТОРІ УКРАЇНИ

Зростаючий попит на енергоносії для міських, побутових і промислових об’єктів потребує розви-ток стратегій для пошуку нових джерел енергії. В останні роки важливою проблемою є наявність методів зберігання, виробництва та споживання енергії, які не мають вплину на довкілля. Відомо у нас пропонується поновлювані джерела енергії. Одне з найбільш привабливих поновлюваних джерел енергії це геотермальна енергія. У декількох метрах нижче поверхні землі підтримується постійна температура на протязі всього року, що дозволяє використовувати це тепло взимку для потреб опалення та відводити туди тепла протягом літа для потреб кондиціювання повітря. Тепловий насос являє собою технологію для опалення і виробництва гарячої води яка швидко розвивається. При використанні землі в якості джерела для потреб кондиціювання повітря. Тепловий насос являє собою технологію для опалення і відвodu тепла. В останні роки зростає інтенсивність наукових робіт, яких метою є розроблення методології пошуку, виробництва та використання енергії, які не мають вплину на довкілля.

Ключові слова: нові джерела енергії; теплоносій; теплонасосна технологія; геотермальний тепловий насос.
I. INTRODUCTION

In recent years heat pumps market is growing rapidly. It is directly linked to increasing energy needs of humanity and the simultaneous depletion of traditional non-renewable energy resources in the world as a whole and in individual regions. Heat pumps are widely used in the chemical and food industries, housing and communal services. Most of the power equipment has high emission rates of energy flows to the atmosphere (refrigeration plants condensation heat, waste water enterprises, the flue gases from internal combustion engines and boilers). The use of heat pumps allows reducing greenhouse gas and carcinogenic substances emissions and, thus reducing human impact on the environment.

The heat pump performance is based with following factors: the temperature of heat source, schematic diagram of the heat pump, climate conditions of the region, working fluids of heat pump (refrigerants and intermediate coolants), heat pump elements (type of compressors, heat exchangers, control systems).

There are various types of heat pumps, such as: vapor compression, adsorption, absorption and ejector heat pump systems which are able to use a variety of low-grade heat sources. Due to a simple circuit design working fluids of heat pump (refrigerants and intermediate coolants), heat pump elements (type of compressors, heat exchangers, control systems).

As the intermediate coolants), heat pump elements (type of compressors, heat exchangers, control systems).

In 2008 more than 25% of European heat pump market share was represented by ground-source heat pumps (Forsén 2008). According to EUObserver (2007) and EHPO (2008) more than 690,000 heat pump units with 7,300 MWt of capacity were installed in Europe in 2006. The total installed capacity have being increasing in recent years and in 2013 reached 24 GW with estimate useful energy production of 13 TWh. Integration of renewable energy sources in heating and cooling applications was approximately 8.26 TWh avoiding 2.12 Mt of CO₂-equivalent emissions. The global installed capacity has reached about 15,400 MWt, and annual energy use is estimated to be 87,500 TJ (Lund 2005). The worldwide GSHP capacity has seen high growth recently. According to Le Feuvre (2008) annual growth rates have exceeded 10% over the last 10 years, mostly in North America and European countries. Geothermal energy is available everywhere and Ukraine has a good geothermal energy potential. Nowadays ground-source heat pumps are a small but growing fraction of the global installed base of space-conditioning equipment [11-13].

This study aims at ground-source heat pump system with 20 kW of heating capacity at constant condensation temperature $t_c=40 \text{ °C}$ (according to test procedure and seasonal performance calculation for residential heat pumps with combined space and domestic hot water heating standards EN 14511-2:2007, EN 255-2) and variable boiling point $t_0 = -5 + 6 \text{ °C}$ [14-15]. Schematic diagram is the single stage heat pump system with suction line heat exchanger (SLHX).

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Refrigerant</th>
</tr>
</thead>
<tbody>
<tr>
<td>Chemical formula</td>
<td>R410a R404a R134a R600a R290 R1270</td>
</tr>
<tr>
<td>M, kg / kmol</td>
<td>102,03 98,12 72,70 82,41 58,12 44,10</td>
</tr>
<tr>
<td>$t_b$, °C</td>
<td>-26,5 -26,1 -12 -24,3 -12,3 -12,7</td>
</tr>
<tr>
<td>$t_c$, °C</td>
<td>101,5 100,7 72,7 72,7 72,7 72,7</td>
</tr>
<tr>
<td>$P_{cr}$ bar</td>
<td>40,6 36,5 37,35 37,35 37,35 37,35</td>
</tr>
<tr>
<td>R, KJ / kg</td>
<td>231,3 231,3 201 201 201 201</td>
</tr>
<tr>
<td>ODP</td>
<td>0 0 0 0 0 0</td>
</tr>
<tr>
<td>GWP</td>
<td>3750 3750 3750 3750 3750 3750</td>
</tr>
</tbody>
</table>

M – molecular weight, $t_b$ – boiling point at atmospheric pressure, $t_c$ – critical temperature, $P_{cr}$ – critical pressure, ODP – ozone depletion potential, GWP – global warming potential; R – latent heat of vaporization (condensation)

As the working fluids for the heat pump the following natural refrigerants was considered (R600a, R290, R1270) such as modern alternative refrigerants (R404a, R134a, R410a). Natural working substance such as isobutene (R600a) and propane (R290) are widely available and possesses good thermodynamic properties. "zero" greenhouse effect, don't affect the ozone layer, and are cheap. However use of these refrigerants entails with higher safety requirements according to high flammability and explosiveness. Mixed refrigerants (R404a, R134a, R410a) don't fall under the restrictions of the Kyoto and Montreal protocols, are
promising in the long term forecasting of use [16]. The properties of refrigerants are submitted in Table 1.

II. HEAT PUMP MATHEMATICAL MODEL AND DESIGN

A schematic diagram of the ground source heat pump system is given on fig. 2. The thermodynamic cycle on diagrams temperature-entropy and pressure-enthalpy is shown on fig. 1. Many techniques have been recently proposed in order to improve the cycle performance, more details are given by Wang, 2000, Chap.9 (Wang, 2000). In the current work, a heat exchanger has been added between the suction line and liquid line[17].

Figure 1. Thermodynamic cycle on diagrams temperature-entropy and pressure-enthalpy

Figure 2. Schematic diagram of the heat pump system components.

The mathematical model for the cooling cycle is provided by Ayyildiz [17]. The equations (1-15) from this model for the compressor, condenser and throttling valve are first obtained.

The work input rate to the compressor is:

\[ W_{\text{net}} = \dot{m} \cdot (h_2 - h_1) \]  (1)

where

\[ h_2 = h_1 + \frac{(h_{2s} - h_1)}{\text{n}_{\text{ln}}} \]  (2)

Power consumed by compressor is:

\[ W_{\text{comp}} = \frac{W_{\text{net}}}{\eta_{\text{m}} \eta_{\text{e}}} \]  (3)

The heat rejection rate in condenser is calculated by:

\[ Q_r = \dot{m}_r \cdot (h_3 - h_4) \]  (4)

\[ Q_c = \dot{m}_w \cdot c_{p,w} (T_{w,c} - T_{w,i}) \]  (5)

\[ \dot{Q}_c = \dot{Q}_c \]  (6)

\[ \dot{Q}_c = k_c A_c F \Delta T_{\text{lm,c}} \]  (7)

where \( \Delta T_{\text{lm,c}} \) – logarithmic mean temperature difference

\[ \Delta T_{\text{lm,c}} = \frac{(T_{c} - T_{w,0}) - (T_{c} - T_{w,i})}{\ln \left( \frac{T_{c} - T_{w,0}}{T_{c} - T_{w,i}} \right)} \]  (8)

The heat transfer rate in the evaporator is:

\[ \dot{Q}_e = \dot{m}_r \cdot (h_7 - h_6) \]  (9)
The liquid refrigerant is expanded by throttling process and the expansion valve and enthalpy is:

\[ \dot{Q}_e = m_b \cdot c_{pb} (T_{b,l} - T_{b,o}) \]  
\[ \dot{Q}_e = K_e A_e F_e \Delta T_{lm,e} \]  
\[ \Delta T_{lm,e} = \frac{(T_{b,l} - T_s) - (T_{h,o} - T_h)}{\ln \frac{(T_{b,l} - T_s)}{(T_{b,o} - T_h)}} \]

The liquid refrigerant is expanded by throttling process and the expansion valve and enthalpy is:

\[ h_e = h_g \]  
Heat balance of suction line heat exchanger:

\[ h_s - h_g = h_d - h_y \]

From the first law of thermodynamics, the heat energy balance of a heat pump system is:

\[ W_{comp} + \dot{Q}_e = \dot{Q}_c \]

The conventional parameter that has been used to describe the heat pump performance is COP (Coefficient of Performance), which is the ratio of the quality of the useful heat output to the quantity of work driving the compressor:

\[ COP = \frac{\dot{Q}_c}{W_{comp}} \]

For analysis purposes, the following assumptions were made:

- P2-P3 = 25 KPa respectively, see Fig.1.
- The pressure drop through the pipe is negligible.
- The isentropic efficiency of the compressor is 75%.
- The mechanical efficiency of the compressor is 75%.
- Sub-cooling in the condenser is 5K useless superheat in suction line is 5K.
- Thermal efficiency of the suction line heat exchanger, is 70%.
- Heat loss factor of the compressor, i.e. ratio between heat loss of the compressor to the surroundings and the energy consumption of the compressor, is 15%.
- Superheat in compressor’s motor 3K (for hermetic scroll compressor).
- Operation modes according to EN 14511-2:2007 are B0/W35 and B0/W55.
- Cooling capacity assumed to be constant 20 kW, thus a change in temperature will affect the flow rate of refrigerant through the cycle.
- Temperature difference in condenser/evaporator is 5K.

### III. RESULTS AND DISCUSSION

The compressor’s discharge temperature has significant influence on heat pump performance for heating an intermediate medium (air, water or coolant). The temperature of the refrigerant vapor at the outlet of the compressor determines the highest possible temperature limit of heating the intermediate medium during refrigerants condensation process in condenser or removing refrigerants heat overheating (desuperheater). It is possible to withdraw approximately 10-15% of the condensation heat in a heat pump desuperheater. The heat flow in desuperheater allows to heat intermediate coolant or water up to 60-70°C.

Figure 3. Dependence of the compressor's discharge temperature \( t_2 = f(t_0) \)

Figure 3 shows the dependence of the compressor’s discharge temperature for different refrigerants of the boiling temperature. Consider the option of maintaining a minimum boiling point \( t_0 = -5 \) °C and condensation temperature \( t_c = 40 \) °C. The graph shows that the maximum compressor’s discharge temperature is equal to 102 °C which corresponds to the R410a, the minimum compressor’s discharge temperature corresponds to R600a 74.5 °C. From the standpoint of the compressor’s discharge temperature and the optimal compressor performance the use of R600a is more preferably than R410A. However, high compressor’s discharge temperature allows heating the coolant in heat exchangers of heat pump to a higher temperature. The compressor’s discharge temperatures of R290 and R134a are almost equal at the same operating conditions (\( t_c \) and \( t_0 \)). The refrigerant R1270 (propylene) allows to implement a single-stage compression, the compressor’s discharge temperature is optimal for all types of compressors (piston, scroll, screw etc.) and is quite high compared to other heat pump working fluids.
Coefficient of performance from refrigerants boiling point dependence is shown on figure 4. Results show that the maximum thermodynamic efficiency of the heat pump corresponds to R600a and R134a as a working fluid, the minimum - R410a. In the case of R600a and R134a heat pump COP is 7.6% higher in comparison with refrigerant R410a. These results are also connected with molecular weight of different refrigerants (see table 1). Large values of evaporation enthalpy are found for substances with light molecule weight [9] and the energy losses across a compressor’s valves are high when the molecule weight is high [10]. The thermal transformation coefficient for R290 and R1270 are practically the same range. Analysis of the of R134a and R600a performance shows that in terms of ease of use and maintenance R600a is more preferred. Refrigerant R600a is a natural working substance, in the case of depressurization of the system can be easily refueled in contrast to the blend refrigerant R134a.

Comparison of heat pump refrigerants by mass flow in the system with the same cooling capacity is shown on fig.4. Based on the mass flow chart for the systems refilled with natural refrigerants (R290, R600a and R1270) have highest performance characteristics. This is due to the fact that these refrigerants have higher values of the latent heat of vaporization unlike R410a, R404a and R134a. These results are consistent with investigation other researchers [5, 8, 3, 16].

**Figure 4. Coefficient of performance from refrigerants boiling point dependence COP=f(t_0)**

VI. CONCLUSIONS

"Energy Strategy of Ukraine for the period until 2030" provides radical changes in the structure of heat sources. The main factor that causes these changes is a sharp increase in world prices for natural gas, oil and petroleum products. Therefore, it is forecasted the gradual replacement of gas boilers and CHP plants majority that currently provide the vast proportion of the thermal energy production with new technologies, including the use of environmental heat, and especially heat pumps. The conducted research of the heat pump characteristics allowed us to analyze efficiency of the ground-source heat pump on environmentally friendly refrigerants. The heat pump characteristics on natural refrigerants indicate high performance with low environmental impact (ODP=0, GWP < 2). The discharge temperature analysis shows advantages of R410 and R1270 for high temperature applications (domestic hot water production). Refrigerant choice for analysis was based on its availability on the market and long term use prospective, so natural refrigerants R290, R600a, R1270 are more preferable. Selection of the working fluid of the heat pump for a particular purpose (space heating, domestic hot water production, etc.) can achieve a significant increase in the performance of the equipment and energy systems as a whole.

**Figure 5. Mass flow rate chart for considered refrigerants**
NOMENCLATURE

\[ W_{net} \] \text{ Work input rate to the compressor (kW)}

\[ m_f \] \text{ Mass flow rate of the refrigerant (kg/s)}

\[ m_w \] \text{ Mass flow rate of the water (kg/s)}

\[ m_s \] \text{ Mass flow rate of the intermediate coolant (kg/s)}

\[ \eta_{is} \] \text{ Isentropic efficiency}

\[ \eta_e \] \text{ Electric engine efficiency}

\[ \eta_m \] \text{ Mechanical efficiency of compressor}

\[ W_{net} \] \text{ Power consumed by compressor (kW)}

\[ K_t \] \text{ Total heat transfer coefficient of condenser (kW/m²°C)}

\[ A_t \] \text{ Total heat transfer area of condenser (m²)}

\[ F_c \] \text{ Correction coefficient of condenser (} F_c = 1 \text{)}

\[ K_e \] \text{ Total heat transfer coefficient of evaporator (kW/m²°C)}

\[ A_e \] \text{ Total heat transfer area of evaporator (m²)}

\[ F_n \] \text{ Correction coefficient of evaporator (} F_n = 1 \text{)}

\[ c_p,b \] \text{ Specific heat of brine (kJ/kg °C)}

\[ c_{p,w} \] \text{ Specific heat of water (kJ/kg °C)}

\[ T_{w,o} \] \text{ Outlet temperature of water from condenser (°C)}

\[ T_{v,o} \] \text{ Inlet temperature of water to the condenser (°C)}

\[ T_{b,o} \] \text{ Outlet temperature of brine from evaporator (°C)}

\[ T_{v,i} \] \text{ Inlet temperature of brine to the evaporator (°C)}

\[ h \] \text{ Enthalpy (kJ/kg)}

\[ h_{298} \] \text{ Isentropic enthalpy of the refrigerant (kJ/kg)}

\[ \Delta T_{lm} \] \text{ Logarithmic temperature difference}

\[ Q_i \] \text{ Rejected heat in condenser (kW)}

\[ Q_e \] \text{ Heat of condensation (kW)}

\[ Q_c \] \text{ Heat transfer rate in evaporator (kW)}

\[ \text{COP} \] \text{ Coefficient of performance}

REFERENCES


10. Woollatt, D. Estimating valve losses when dynamic effects are important. Proceeding of Purdue compressor technology conference 1982: Purdue university


14. EUROPEAN STANDARD NBN EN 14511-2 (2008), Air conditioners, liquid chilling packages and heat pumps with electrically driven compressors for space heating and cooling – Part 2: Test conditions, approved by CEN on 12 October 2007


Received 2015
Approved 2015
Available in Internet 2015
А.В. Остапенко, П.Ф. Стойнов, О.Ю. Яковлева, М.Г. Хмельнюк
Одесская национальная академия пищевых технологий, ул. Дворянская, 1/3, г. Одесса, 65039

ТЕПЛОНАСОСНЯЕ ТЕХНОЛОГИИ І ЇХ ПОТЕНЦІАЛЬНЕ ВПЛИВАННЯ НА ПРОБЛЕМИ ЕНЕРГОЕФФІКАТИВНОСТІ І ЗАХИТІ ОКРУЖАЮЧОЇ СРЕДИ В ЕНЕРГЕТІЧЕСЬКОМУ СЕКТОРЕ УКРАЇНИ

Растущий спрос на энергоносители для городских, бытовых и промышленных объектов требует новых стратегий для поиска источников энергии. В последние годы важной проблемой является наличие методов хранения, производства и потребления энергии, которые не имеют влияния на окружающую среду. Много внимания уделяется возобновляемым источникам энергии. Одно из наиболее привлекательных возобновляемых источников энергии это геотермальная энергия. В нескольких метрах ниже поверхности земли поддерживается постоянная температура в течение всего года, что позволяет использовать это тепло зимой для нужд отопления и отводить тепло в течение лета для нужд кондиционирования воздуха. Тепловой насос представляет собой стремительно развивающуюся технологию для отопления и производства горячей воды. При использовании земли в качестве источника тепла, теплообмен осуществляется с тепловым насосом с помощью вертикальных грунтовых теплообменных труб, позволяя обеспечивать отопление и охлаждение зданий, с помощью одной, комбинированной системы. Тепловой насос обеспечивает высокую степень производительности с умеренным потреблением электроэнергии. В работе проведено теоретическое исследование производительности парокомпрессионного теплового насоса с использованием различных природных и синтетических хладагентов. Режим работы блока теплового насоса принимали в соответствии с Европейским стандартом EN14511-2:2007 и EN255-2. Было оценено влияние температуры нагнетания на производительность системы при различных температурах кипения. Было проведено сравнение массового расхода и коэффициента преобразования для рассматриваемых хладагентов при постоянной холодопроизводительности и температуре конденсации.

Ключевые слова: тепловой насос; природный хладагент; температура нагнетания; коэффициент преобразования; геотермальный тепловой насос.